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Does California Fire Code require that motor controllers for dust producing 
machinery be listed and labeled?  
The CFC does not specifically require the machinery to be listed and labeled.  However, 
the Section 110.2 of the California Electrical Code requires equipment to be approved by 
the Authority Having Jurisdiction.  
 
SFM has adopted Section 7604 of the 1998 California Fire Code, as referenced in CFC 
Section 3004.2, does require a suitable dust-collecting equipment to be installed on all 
dust-producing machinery and interlocked with the machinery power supply so that the 
machinery cannot be operated without the dust collection equipment also operating. 
 


